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1 GROUND FLOOR POWER PLAN 114-L1-3/4
1/8" = 1-0" GENERAL NOTES: KEY NOTES: KEY NOTES: o
A. EACH 20A CIRCUIT SHALL HAVE A DEDICATED NEUTRAL. @ ENCLOSED CIRCUIT BREAKER FOR LIFE SAFETY BRANCH. REFER TO RISER @ PROVIDE POWER FOR OVERHEAD DOOR AT THIS LOCATION. COORDINATE EXACT
DIAGRAM FOR SIZE. INSTALLATION REQUIREMENTS WITH EQUIPMENT ON SITE.
@ PROVIDE 120V CRITICAL POWER MOUNTED ON DATA CABINET FOR DATA @ PROVIDE 120V CONNECTION TO POWER DOOR OPERATOR POWER SUPPLY.
EQUIPMENT. PROVIDE INTERCONNECTING CONDUITS BETWEEN POWER SUPPLY AND DOOR
ACTUATOR PUSH-PLATE LOCATIONS AS REQUIRED.
@ PROVIDE KEYED SWITCHES FOR POWER CONTROL IN CORRESPONDING
PATIENT ROOMS. WHERE DUAL SWITCHES ARE LOCATED, ONE IS FOR NORMAL @ POWER FOR OWNER PROVIDED DRYER AT THIS LOCATION. COORDINATE EXACT
POWER AND THE OTHER IS FOR CRITICAL POWER. POWER SWITCHES TO BE PLUG TYPE, VOLTAGE/PHASE, AND BREAKER SIZE WITH EQUIPMENT PRIOR TO
MOUNTED AT 5' AFF. PROVIDE SEPERATION BETWEEN NORMAL AND INSTALLATION.
EMERGENCY POWER SWITCHES.
PROVIDE POWER CONNECTION TO FIRE SMOKE DAMPER LOCATED ABOVE CEILING.
@ PROVIDE MULTIOUTLET STRIP MOUNTED ON WALL. STRIP SHALL BE EQUAL TO COORDINATE EXACT LOCATION AND REQUIREMENTS WITH MECHANICAL.
WIREMOLD V2400 SERIES MULTIOUTLET RACEWAY WITH DUPLEX
RECEPTACLES ON 2' CENTERS. CIRCUIT AS INDICATED. MOUNT STRIP AT 48". @ MOUNT LOWER RECEPTACLE INSIDE THE LOCKABLE CABINET FOR POWER TO THE
CPU. COORDINATE RECEPTACLE LOCATION WITH CASEWORK CONTRACTOR.
@ JUNCTION BOX SHALL PROVIDE 120V POWER TO DOORWAY EXIT DEVICE.
PROVIDE POWER FOR INTERCOM SYSTEM AT THIS LOCATION.
@ ALL RECEPTACLES IN THIS SPACE/ROOM SHALL BE TAMPER RESISTANT WITH
TAMPER RESISTANT SCREWS FOR THE COVER PLATES. 2 GROUND FLOOR POWER PLAN - LINK
7> PROVIDE RECEPTACLE ON THE WALL FOR ATV AT THIS LOCATION, 178" =1-0"
COORDINATE EXACT MOUNTING HEIGHT ON SITE.
PROVIDE CONDUIT IN THE FLOOR TO FEED THIS RECEPTACLE.
@ WORK IN THIS SPACE SHOWN ON CRAWLSPACE POWER PLAN.
PROVIDE POWER FOR UNIT HEATER AT THIS LOCATION. CIRCUIT AS INDICATED.
REFER TO ME SHEET FOR MORE INFORMATION.
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